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Carefully remove fixture from packaging. Use gloves to 
prevent dirt and oils from transferring to the unit. Inspect

 the fixture for any defects before proceeding.

CAUTION: EDGES MAY BE SHARP: Carefully remove
 lens from fixture by gently un-snapping

 one side at a time, and set aside.

Line up flange of fixture with existing stud and secure
with 1" wood screws. Wire fixture according to all

national, state and local codes.

Remove 7/8" knockout from bottom of fixture
in desired location to allow for wiring.

Remove LED assembly and set aside.

Note fixture measurements. Transfer measurements
 to wall/ceiling material and make cut outs.

Slide wall/ceiling material over fixture until 
it reaches face of flange.

Perform any taping/clean up and re-install lens cover.
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Test the fixture. Install is now complete.3&4 Way Joiner: For 3 & 4 way joiners, repeat steps
2-6 for each additional fixture to be joined.
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